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SHEET NOTES:

A. PARKING SPACE LENGH = INDICATED LENGTH +/- 2"
B. PARKING SPACE WIDTH = INDICATED WIDTH +/- 1"
C. BASE LINE LENGTH = INDICATED LENGTH +/- 1"
D. STRIPE WIDTH - 4" +/- 1/4".
E. TOTAL OVERALL STRING BASELINE DIMENSIONS = INDICATED

LENGTH +/- 2" PER RUN.

XXX-X

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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CONSTRUCT PARKING GARAGE
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EL 122'-8"

LEVEL 2
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ISOMETRIC VIEW
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NORTH

 3/32" = 1'-0"1 LEVEL 1 PLAN - ARCHITECTURAL PARKING

SPACE TABULATION

DESCRIPTION STANDARD ADA ADA VAN TOTAL

TOTAL 396 18 4 418

LEVEL 1 81 12 4 97

LEVEL 2 114 6 0 120

LEVEL 3 123 0 0 123

LEVEL 4 78 0 0 78

10. CONCRETE BOLLARD, REFER TO DETAIL 10/AP501.
11 PARKING SPACE STRIPING DIMENSIONS INDICATED ARE FROM THE

FACE OF A WALL OR COLUMN, UNLESS NOTED OTHERWISE INDICATED
OR NOTED. TOLERANCES ARE AS FOLLOWS:

1. INDICATES PLAN MATCH LINE.
2. PARKING SPACE STRIPING TO BE 4" WIDE YELLOW STRIPING, REFER TO

DWG AP501 FOR ADDL INFORMATION.
3. CROSS HATCH STRIPING TO BE 4" WIDE YELLOW STRIPING AT 24" OC TO

BE PLACED AT LOCATIONS AS SHOWN ON THE PLANS, REFER TO DWG
AP501 FOR ADDL INFORMATION.

4. DIRECTIONAL ARROWS TO BE PAINTED YELLOW AT LOCATIONS AS
SHOWN ON THE PLANS, REFER TO DWG AP501 FOR ADDL
INFORMATION.

5. PAINTED GRAPHICS TO BE PLACED AT LOCATIONS AS SHOWN ON THE
PLANS, REFER TO DWG AP501 FOR ADDL INFORMATION.

6. (XXX) REPRESENTS SIGN MARK, REFER TO SHEET AP601 - SIGN
SCHEDULE. THE SECOND CHARACTER (-X) IS THE SIGN MOUNTING
DETAIL, REFER TO SHEET AP601 - SIGN MOUNTING SCHEDULE. ALL
SIGNAGE AND GRAPHICS TO BE PLACED AS SHOWN ON PLANS AND PER
DETAIL 4/AP601. REFER TO SHEET AP601 FOR ADDL INFORMATION.

7. ALL SIGNS LOCATED AT ENTRY/EXIT SHALL BE CENTERED IN LANES,
TYP.

8. PARKING SPACE DIMENSIONS INDICATED ARE FROM THE FACE OF A
WALL OR COLUMN, UNLESS OTHERWISE INDICATED OR NOTED.

9. 6" Ø CONCRETE FILLED STEEL BOLLARD WITH SIGN POST, REFER TO
DETAIL 8/AP501, TYP AT SOG OR 9/AP501 AT SUPPORTED LEVELS.

4 DEDUCT 33 SPACES FROM TOTAL

5 DEDUCT 59 SPACES FROM TOTAL

6 DEDUCT 104 SPACES FROM TOTAL

7 DEDUCT 140 SPACES FROM TOTAL
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SHEET NOTES:

A. PARKING SPACE LENGH = INDICATED LENGTH +/- 2"
B. PARKING SPACE WIDTH = INDICATED WIDTH +/- 1"
C. BASE LINE LENGTH = INDICATED LENGTH +/- 1"
D. STRIPE WIDTH - 4" +/- 1/4".
E. TOTAL OVERALL STRING BASELINE DIMENSIONS = INDICATED

LENGTH +/- 2" PER RUN.

XXX-X

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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LEVEL 1
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ISOMETRIC VIEW
NOT TO SCALE

NORTH

 3/32" = 1'-0"1 LEVEL 2 PLAN - ARCHITECTURAL PARKING

10. CONCRETE BOLLARD, REFER TO DETAIL 10/AP501.
11 PARKING SPACE STRIPING DIMENSIONS INDICATED ARE FROM THE

FACE OF A WALL OR COLUMN, UNLESS NOTED OTHERWISE INDICATED
OR NOTED. TOLERANCES ARE AS FOLLOWS:

1. INDICATES PLAN MATCH LINE.
2. PARKING SPACE STRIPING TO BE 4" WIDE YELLOW STRIPING, REFER TO

DWG AP501 FOR ADDL INFORMATION.
3. CROSS HATCH STRIPING TO BE 4" WIDE YELLOW STRIPING AT 24" OC TO

BE PLACED AT LOCATIONS AS SHOWN ON THE PLANS, REFER TO DWG
AP501 FOR ADDL INFORMATION.

4. DIRECTIONAL ARROWS TO BE PAINTED YELLOW AT LOCATIONS AS
SHOWN ON THE PLANS, REFER TO DWG AP501 FOR ADDL
INFORMATION.

5. PAINTED GRAPHICS TO BE PLACED AT LOCATIONS AS SHOWN ON THE
PLANS, REFER TO DWG AP501 FOR ADDL INFORMATION.

6. (XXX) REPRESENTS SIGN MARK, REFER TO SHEET AP601 - SIGN
SCHEDULE. THE SECOND CHARACTER (-X) IS THE SIGN MOUNTING
DETAIL, REFER TO SHEET AP601 - SIGN MOUNTING SCHEDULE. ALL
SIGNAGE AND GRAPHICS TO BE PLACED AS SHOWN ON PLANS AND PER
DETAIL 4/AP601. REFER TO SHEET AP601 FOR ADDL INFORMATION.

7. ALL SIGNS LOCATED AT ENTRY/EXIT SHALL BE CENTERED IN LANES,
TYP.

8. PARKING SPACE DIMENSIONS INDICATED ARE FROM THE FACE OF A
WALL OR COLUMN, UNLESS OTHERWISE INDICATED OR NOTED.

9. 6" Ø CONCRETE FILLED STEEL BOLLARD WITH SIGN POST, REFER TO
DETAIL 8/AP501, TYP AT SOG OR 9/AP501 AT SUPPORTED LEVELS.
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7

6
BID DEDUCT, TYP
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SHEET NOTES:

A. PARKING SPACE LENGH = INDICATED LENGTH +/- 2"
B. PARKING SPACE WIDTH = INDICATED WIDTH +/- 1"
C. BASE LINE LENGTH = INDICATED LENGTH +/- 1"
D. STRIPE WIDTH - 4" +/- 1/4".
E. TOTAL OVERALL STRING BASELINE DIMENSIONS = INDICATED

LENGTH +/- 2" PER RUN.

XXX-X

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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CONSTRUCT PARKING GARAGE

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

NORTH

 3/32" = 1'-0"1 LEVEL 3 PLAN - ARCHITECTURAL PARKING

10. CONCRETE BOLLARD, REFER TO DETAIL 10/AP501.
11 PARKING SPACE STRIPING DIMENSIONS INDICATED ARE FROM THE

FACE OF A WALL OR COLUMN, UNLESS NOTED OTHERWISE INDICATED
OR NOTED. TOLERANCES ARE AS FOLLOWS:

1. INDICATES PLAN MATCH LINE.
2. PARKING SPACE STRIPING TO BE 4" WIDE YELLOW STRIPING, REFER TO

DWG AP501 FOR ADDL INFORMATION.
3. CROSS HATCH STRIPING TO BE 4" WIDE YELLOW STRIPING AT 24" OC TO

BE PLACED AT LOCATIONS AS SHOWN ON THE PLANS, REFER TO DWG
AP501 FOR ADDL INFORMATION.

4. DIRECTIONAL ARROWS TO BE PAINTED YELLOW AT LOCATIONS AS
SHOWN ON THE PLANS, REFER TO DWG AP501 FOR ADDL
INFORMATION.

5. PAINTED GRAPHICS TO BE PLACED AT LOCATIONS AS SHOWN ON THE
PLANS, REFER TO DWG AP501 FOR ADDL INFORMATION.

6. (XXX) REPRESENTS SIGN MARK, REFER TO SHEET AP601 - SIGN
SCHEDULE. THE SECOND CHARACTER (-X) IS THE SIGN MOUNTING
DETAIL, REFER TO SHEET AP601 - SIGN MOUNTING SCHEDULE. ALL
SIGNAGE AND GRAPHICS TO BE PLACED AS SHOWN ON PLANS AND PER
DETAIL 4/AP601. REFER TO SHEET AP601 FOR ADDL INFORMATION.

7. ALL SIGNS LOCATED AT ENTRY/EXIT SHALL BE CENTERED IN LANES,
TYP.

8. PARKING SPACE DIMENSIONS INDICATED ARE FROM THE FACE OF A
WALL OR COLUMN, UNLESS OTHERWISE INDICATED OR NOTED.

9. 6" Ø CONCRETE FILLED STEEL BOLLARD WITH SIGN POST, REFER TO
DETAIL 8/AP501, TYP AT SOG OR 9/AP501 AT SUPPORTED LEVELS.
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318'-6"

9'-8" 45'-3" 36'-0" 30'-0" 6'-0" 14'-0" 20'-0" 14'-0" 36'-0" 36'-0" 36'-0" 45'-3"

12
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-0
"

62
'-0
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21
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105 9

P
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A
B

4-
A

P1-A

B5-A

B6-A

P4-A

B
4-

A

R
3-

A

R3-F

AP501

1
REFER TO DETAIL 6/AP501

REFER TO AP103 FOR SPACE DIMENSIONS

REFER TO AP103 FOR SPACE DIMENSIONS

29 SPACES @ 9'-0" =  261'-0" 9'-5"

TYP

17'-10"

10 SPACES @ 9'-0" =  90'-0" 44'-2" 17 SPACES @ 9'-0" =  153'-0"

9 
SP

AC
ES

 @
 9

'-0
" =

  8
1'

-0
"

18
'-0

"

AP501

4

SIM

REFER TO NOTE 3

R
3-

A

AP501

3

TYP

4'
-0

"
3'

-0
"

CLR
3'-0"

B5-A

B4-A

P
5-

B

P
2-

G

P
2-

G

P2-G

4

5

6

3

3

3

SHEET NOTES:

A. PARKING SPACE LENGH = INDICATED LENGTH +/- 2"
B. PARKING SPACE WIDTH = INDICATED WIDTH +/- 1"
C. BASE LINE LENGTH = INDICATED LENGTH +/- 1"
D. STRIPE WIDTH - 4" +/- 1/4".
E. TOTAL OVERALL STRING BASELINE DIMENSIONS = INDICATED

LENGTH +/- 2" PER RUN.

XXX-X

BID DEDUCTS

1 DO NOT PROVIDE CCTV CAMERAS THROUGHOUT THE GARAGE. CCTV CABINET,
EQUIPMENT, AND ALL CONDUIT AND CABLING TO EACH CAMERA LOCATION
SHALL REMAIN IN BASE BID FOR CONNECTION TO FUTURE CAMERAS
PROVIDED BY THE VA.

2 DO NOT PROVIDE ELEVATOR NUMBER 2. HOISTWAY SHAFT IS TO REMAIN, BUT
REMOVE ALL EQUPIMENT ASSOCIATED WITH ELEVATOR TWO.

3 REMOVE ALL LANDSCAPING FROM SCOPE EXCEPT FOR THE BIO-RETENTION
AREA. REPLACE ALL PLANNED LANDSCAPE AREAS WITH SEEDING.
REMOVE THIN-SET BRICK FROM SCOPE AND PROVIDE COLORED PRECAST
CONC. PC-1 IN ITS PLACE.
REMOVE GLAZING AND STORERONT FROM SECONDARY STAIR TOWER.
REPLACE OPENINGS WITH FALL DETERRENT DETAIL. REDUCE HEIGHT OF
SECONDARY STAIR TO HEIGHT OF TOP LEVEL GARAGE SPANDREL (+37'-9")
AND CONTINUE FALL DETERRENT DETAIL AROUND PERIMETER OF SECONDARY
STAIR TOWER.
REMOVE PREFABRICATED ALUMINUM CANOPY COVER ON TOP LEVEL OF
THIRD EGRESS STAIR.
REMOVE PRECAST STAIR COMPONENTS AND RAILINGS FROM LEVEL 1 UP TO
LEVEL 3 OF THE THIRD EGRESS STAIR. LEAVE THE REQUIRED STAIR THAT
CONNECTS LEVELS 3 AND LEVEL 4 FOR EGRESS.
REMOVE GLAZING AND STOREFRONT FROM INTERIOR SIDE OF TOP FLOOR
LOBBY AT MAIN STAIR TOWER. GLAZING AND STOREFRONT ON EXTERIOR SIDE
OF TOP FLOOR IS TO REMAIN.

4 DO NOT PROVIDE AREA #1 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

5 DO NOT PROVIDE AREA #2 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

6 DO NOT PROVIDE AREA #3 - LEVEL 4. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.

7 DO NOT PROVIDE AREA #4 - LEVEL 3. REFER TO DRAWINGS ON GI103 FOR
EXTENT OF AREA DEDUCT.
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NORTH

 3/32" = 1'-0"1 LEVEL 4 PLAN - ARCHITECTURAL PARKING

LEVEL 4

EL 134'-0"

LEVEL 3

EL 122'-8"

LEVEL 2

EL 111'-4"

LEVEL 1

EL 100'-0"

ISOMETRIC VIEW
NOT TO SCALE

10. CONCRETE BOLLARD, REFER TO DETAIL 10/AP501.
11 PARKING SPACE STRIPING DIMENSIONS INDICATED ARE FROM THE

FACE OF A WALL OR COLUMN, UNLESS NOTED OTHERWISE INDICATED
OR NOTED. TOLERANCES ARE AS FOLLOWS:

1. INDICATES PLAN MATCH LINE.
2. PARKING SPACE STRIPING TO BE 4" WIDE YELLOW STRIPING, REFER TO

DWG AP501 FOR ADDL INFORMATION.
3. CROSS HATCH STRIPING TO BE 4" WIDE YELLOW STRIPING AT 24" OC TO

BE PLACED AT LOCATIONS AS SHOWN ON THE PLANS, REFER TO DWG
AP501 FOR ADDL INFORMATION.

4. DIRECTIONAL ARROWS TO BE PAINTED YELLOW AT LOCATIONS AS
SHOWN ON THE PLANS, REFER TO DWG AP501 FOR ADDL
INFORMATION.

5. PAINTED GRAPHICS TO BE PLACED AT LOCATIONS AS SHOWN ON THE
PLANS, REFER TO DWG AP501 FOR ADDL INFORMATION.

6. (XXX) REPRESENTS SIGN MARK, REFER TO SHEET AP601 - SIGN
SCHEDULE. THE SECOND CHARACTER (-X) IS THE SIGN MOUNTING
DETAIL, REFER TO SHEET AP601 - SIGN MOUNTING SCHEDULE. ALL
SIGNAGE AND GRAPHICS TO BE PLACED AS SHOWN ON PLANS AND PER
DETAIL 4/AP601. REFER TO SHEET AP601 FOR ADDL INFORMATION.

7. ALL SIGNS LOCATED AT ENTRY/EXIT SHALL BE CENTERED IN LANES,
TYP.

8. PARKING SPACE DIMENSIONS INDICATED ARE FROM THE FACE OF A
WALL OR COLUMN, UNLESS OTHERWISE INDICATED OR NOTED.

9. 6" Ø CONCRETE FILLED STEEL BOLLARD WITH SIGN POST, REFER TO
DETAIL 8/AP501, TYP AT SOG OR 9/AP501 AT SUPPORTED LEVELS.
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9'-0" REFER TO PLANS
TO PLANS

REFER

9'-0"

18
'-0

"

3' - 
0"  R

ADIUS

VAN

5'-0" 11'-0" 5'-0" 8'-0" 5'-0"

18
'-0

"

4" WIDE STRIPING,
TYP

CROSS HATCH @
24" OC

ACCESSIBLE SYMBOL,
REFER TO 5/AP501,
TYP

ACCESSIBLE AISLE

5'-0"

5'
-0

"

2" 9" 4"

4"
.

TYP
3"

3".

7"

4"
4"

3" 3'
-9

"
7 

1/
2"

3"

1'-2"

10 1/2" 3'-3"

4".

WHITE PAINT,
TYP

BLUE PAINT,
TYP

9'
-4

"

5'
-0

"

3'-8"

1'-5" 10"

SKIP YELLOW STRIPE
OR DRIVE AISLE
CENTER LINE. 4"
WIDE  WHITE STRIPE,
4'-0" LONG DASH
WITH 4'-0" GAP.

EQ
EQ

+1'-0"
EQUAL

+1'-0"
EQUAL

18
'-0

".
18

'-0
".

36
'-0

".

TERMINATE SKIP
YELLOW STRIPE AT
FACE OF COLUMN
OR EGE OF STRIPE
AT TURNS

3'
-6

"

3" 4" 5"
.

(4) 3/4" ø EPOXY
ANCHORS SET IN 3"
DEEP DRILLED
HOLES

6" ø STEEL BOLLARD
SCHED 40 PIPE,
GALVANIZED AND FILLED
WITH CONC W/ 3/8"x8"x8"
BASE PLATE GALVANIZED
(PAINT TRAFFIC YELLOW)

NOTE:
1. 1/4"x8"x8" NEOPRENE PAD BETWEEN CONC & STEEL BASE PL

AT PRECAST
DOUBLE TEE
AT SLAB-ON-GRADE

1/4"

3" 3"

3'
-6

"

SE
E 

ST
R

U
C

T

2'
-0

"

BASE
1'-4" ø CONC

ROUNDED CONC FILL AT TOP

6" ø STEEL BOLLARD, SCHED 40 PIPE
GALV FILLED WITH CONCRETE (PAINT
TRAFFIC YELLOW)

TOOLED JOINT W/SEALANT SLAB ON GRADE

SEALANT ALL AROUND

NOTE:
REFER TO SPEC DIVISION 03-
CONCRETE, DIVISION 05-METALS,
AND STRUCTURAL DRAWINGS
FOR ADDITIONAL INFO.

CONC BRICK

THIS DETAIL FOR BOLLARDS LOCATED INSIDE PARKING STRUCTURE.

3'
-6

"

2'
-0

"

2'-0"

1'-0" 1'-0"

6"
1'

-0
"

6"

NOTE:
ALL CORNERS 3/4" CHFR

DAYTON SUPERIOR B16 3/4" ø
x 4" COIL LOOP INSERT W/T21
PLASTIC PLUG. (PROVIDE JOB
SITE W/(3) T12 LIFTING PLATES
& B14 3/4" ø  4" COIL BOLTS)

CONC BOLLARD W/ (4) #4
VERT & (5) #3 TIES EQ
SPACED.  (PAINTED
TRAFFIC YELLOW)

8'
-0

"

8'-0"

1'
-0

"
9'

-0
"

NOTES:
1. OVERALL DIMENSIONS TYP FOR SINGLE WORD

PAVEMENT MARKINGS.
2. REFER TO MANUAL OF UNIFORM TRAFFIC CONTROL

DEVICES "MARKINGS" SECTION FOR ADDL INFO.
3. PAINT TRAFFIC WHITE
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STRIPING & PAINTED GRAPHICS -
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04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

 1/8" = 1'-0"
1 STANDARD SPACE

 1/8" = 1'-0"
2 CORNER SPACE

 1/8" = 1'-0"
3 END OF ROW SPACE

 1/8" = 1'-0"
4 ACCESSIBLE SPACE

 1/2" = 1'-0"
5 ACCESSIBLE SYMBOL

 1/4" = 1'-0"
6 TRAFFIC ARROW

 1/8" = 1'-0"
7 DRIVE AISLE DIVIDER LINE DETAIL

 3/4" = 1'-0"
9 BOLLARD AT SUPPORTED SLAB DETAIL

 3/4" = 1'-0"
8 BOLLARD AT SLAB-ON-GRADE DETAIL

 3/4" = 1'-0"
10 CONCRETE BOLLARD DETAIL

 1/4" = 1'-0"
11 STOP BAR DETAIL



A A

SECTION A-A

6"
1'

-0
".

4"

"D
"

1"
CONC SPANDREL
OR BUMPER WALL

2 1/2" OD SCHED 40
GALV STL POST

ALUM BRACKET W/ BOND
BREAKER & VANDAL
PROOF NUTS & BOLTS
("ALCOA" #Z238 BRACKET)

SIGN FACE

GALV BENT PL 1 1/2"
WIDE x 3/16" THICK

SET SCREW

(2) 3/8" ø SS EXPANSION
ANCHORS 1 1/4" MIN EMBED

GALV STEEL CAP

M
O

U
N

TI
N

G
 H

EI
G

H
T

R
EF

ER
 T

O
 S

H
EE

T 
N

O
TE

 1

LIGHT POLE

LOCATION OF SIGN
WHEN (2) SIGNS
ARE MOUNTED
BACK TO BACK

SS ANCHOR PER MANUF TYP

HSS 1x1x18" (ALUM) FRAME

SIGN FACE

NOTE:
CONNECT SIGN TO ALUMINUM FRAME
WITH ALUM POP RIVETS @ 24" MAX

1/8"
TYP

CENTER OF DRIVE AISLE

PXX

VXX

VXXVXX

LENGTH OF SPACE EQ EQ LENGTH OF SPACE

EQ EQ EQ

PEDESTRIAN
SIGN

VEHICULAR SIGN

EQ EQ

3'
-0

"

SE
E 

ST
R

U
C

T

2'
-0

"

2"
 C

LR

BASE
1'-4" ø CONC

ROUNDED CONC FILL AT TOP

6" ø STEEL BOLLARD, SCHED 40 PIPE
GALV FILLED WITH CONCRETE
(PAINT TRAFFIC YELLOW)

TOOLED JOINT W/SEALANT
SLAB ON GRADE

SEALANT ALL AROUND

NOTE:
REFER TO SPEC DIVISION 03-
CONCRETE, DIVISION 05-METALS,
AND STRUCTURAL DRAWINGS
FOR ADDITIONAL INFO.

CONC BRICK

THIS DETAIL FOR BOLLARDS LOCATED INSIDE PARKING STRUCTURE.

1"

2 1/2" OD SCHED 40
GALV STL POST

ALUM BRACKET W/ BOND
BREAKER & VANDAL
PROOF NUTS & BOLTS
("ALCOA" #Z238 BRACKET)

SIGN FACE

GALV STEEL CAP

1'
-0

"
2'

-0
"

R
EF

ER
 T

O
 S

H
EE

T 
N

O
TE

 1
M

O
U

N
TI

N
G

 H
EI

G
H

T

MARK MOUNTING TYPE VA SIGN MOUNTING DETAIL REMARKS

SIGN MOUNTING SCHEDULE

A VERTICAL SURFACE MOUNT PS INSTALLATION DETAIL 4 WALL OR COLUMN MOUNTED

B VERTICAL SURFACE MOUNT PG INSTALLATION DETAIL 3 BEAM MOUNTED

C HANGING MOUNT PS CONSTRUCTION DETAIL 5 SWING FRAME W/ NO BANG BAR

D HANGING MOUNT REFER TO 5/AP601

E POST MOUNT REFER TO 2/AP601 BOLLARD

F REFER TO 1/AP601 SPANDREL / POST

G REFER TO 3/AP601 LIGHT POLE

POST MOUNT

POST MOUNT

SHEET NOTES

COLOR SCHEME:
ENTRANCE/EXIT SIGNS E3 AND E4: YELLOW
BACKGROUND -  BLACK COPY

VEHICULAR SIGNS AND PEDESTRIAN SIGNS P3-P6:
BLACK MATTE BACKGROUND - WHITE
REFLECTIVE COPY

SIGNAGE TO BE DESIGNED IN CONJUNCTION WITH
THE VA SIGNAGE DESIGN GUIDE.

1.

SIGNAGE SHALL BE PLACED AS SHOWN IN PLANS,
FOR ADDITIONAL ASSISTANCE IN LOCATING
SIGNAGE REFER TO DETAIL 4/AP601 AND VA
SIGNAGE DESIGN GUIDE.

REFER TO AS601 FOR LEVEL COLOR CODING.

2.

3.

COORDINATE WITH VA MEDICAL CENTER TO
CONFIRM COLORS USED FOR EACH LEVEL.

4.

COORDINATE ROOM NUMBER W/VA.5.

SIGN SCHEDULE

MARK

E1

E2

E3

E4

VEHICULAR SIGNS

V1

ENTRANCE/EXIT SIGNS

SIGN MESSAGE VA SIGN TYPE REMARKS

Entrance PS-08

Exit PS-08

8'-2" Clearance 8'-2" PS-09.01

DO NOT ENTER PS-09.01

Park
PS-01.04 or

PS-02.04

V2 Park

V3 Park

V4 Exit

V5 Park

V6 Exit

V7

Exit

Park Exit

PEDESTRIAN SIGNS

P1 IN-01.04

P3

P4

P5

P6

In Case of Fire...

Stairs      Elevators

Stairs

Elevators

Elevators

REGULATORY SIGNS

R1 EN-12.04AAccessible

R2 EN-12.04CVan Accessible

R3 EN-12.03No Parking - Any Time

BUILDING SIGNS

B1 Maintenance (BRAILLE)
IN-03.01 AND

IN-04.01

B2 IT Room (BRAILLE)

B3 Security Room (BRAILLE)

B1

B1

B4 Stairs (BRAILLE)

B6 Elevator Machine Room (BRAILLE)

B1B5 Elevators (BRAILLE)

PS-01.04 or
PS-02.04

PS-01.03 or
PS-02.03

PS-01.03 or
PS-02.03

PS-01.03 or
PS-02.03

PS-01.03 or
PS-02.03

PS-01.03 or
PS-02.03

PS-01.04 or
PS-02.04

PS-01.03

PS-01.04

PS-01.04 or
PS-02.04

IN-03.01 AND
IN-04.01

IN-03.01 AND
IN-04.01

IN-03.01 AND
IN-04.01

IN-03.01 AND
IN-04.01

IN-03.01 AND
IN-04.01

COLOR TBD BY VA, REFER
TO DETAIL 5/AP601

REFER TO DETAIL AP/601

R4 IN-02.03No Weapons Permitted

P2 REFER TO NOTE 4PS-03.01Level X

COLOR TBD BY VA

COLOR TBD BY VA

COLOR TBD BY VA

COLOR TBD BY VA

COLOR TBD BY VA

COLOR TBD BY VA

COLOR TBD BY VA

B1 ElectricalB7 IN-03.01 PROVIDE ROOM # SIGN ONLY

INTERIOR FACE OF
PCC SPANDREL

3/8"Ø X 3" LONG X 1" ID
EYEBOLT (GALV) W/DOUBLE
LOCK NUTS AND FLAT
WASHERS (GALV)

L3 X 3 1/4 X 6" LONG W/7/16"Ø
HOLE GALV W/1/8" NEOPRENE
PAD

3/8" GALV EYEBOLT

TOGGLE ANCHOR

8"Ø X 1/2" WALL PVC PIPE
W/FLUSH END CAPS

PROVIDE (2) 1/2"Ø HOLES IN
BOTTOM OF PVC PIPE (12"
FORM EACH END) FOR
VENTILATION

1/4"Ø STEEL CABLE VINYL
COVERED W/CABLE CLAMPS

FOR MESSAGE, REFER TO
SIGN SCHEDULE

NOTE:
HANGER ASSEMBLY SPACING 2'-6" OC MAX
(4) MIN PER SIGN

STAINLESS EXPANSION
ANCHOR W/STAINLESS
STEEL NUT AND 1"Ø
STAINLESS STEEL WASHER

1 
1/

2"

DIRECTION

3"
2"

OF TRAVEL

M
O
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N

TI
N

G
 H

EI
G

H
T

R
EF

ER
 T

O
 S

H
EE

T 
N

O
TE

 1

Park

6'-0"

8" 4'-8" 8"

Exit1'
-0

"
3"

REFER TO SIGN MARK V7-X AND VA SIGNAGE DESIGN GUIDE FOR ADDITIONAL INFORMATION

Park

6'-0"

8" 4'-8" 8"

1'
-0

"
3"

REFER TO SIGN MARK V2-X AND VA SIGNAGE DESIGN GUIDE FOR ADDITIONAL INFORMATION

8'-2"     Clearance     8'-2"

10'-0"

6"

REFER TO SIGN MARK E3-X AND VA SIGNAGE DESIGN GUIDE FOR ADDITIONAL INFORMATION

Stairs

10'-0"

8" 8'-8" 8"

Elevator1'
-0

"
3"

REFER TO SIGN MARK P4-X AND VA SIGNAGE DESIGN GUIDE FOR ADDITIONAL INFORMATION
BLACK MATTE  BACKGROUND,
TYP ALL VEHICULAR SIGNS

WHITE REFLECTIVE COPY, TYP
ALL VEHICULAR SIGNS

Do Not Enter6"

10'-0"

REFER TO SIGN MARK E4-X AND VA SIGNAGE DESIGN GUIDE FOR ADDITIONAL INFORMATION

RED SYMBOL, TYP

IN CASE OF FIRE,
USE STAIRS. DO NOT
USE ELEVATORS.

Elevator

LEVEL SIGN, REFER TO
ARCH AND VA SIGNAGE
GUIDELINE FOR
ADDITIONAL INFORMATION

REFER TO SIGN MARK P1-X
AND VA SIGNAGE GUIDELINE
FOR ADDITION INFORMATION

REFER TO SIGN MARK B5-X
AND VA SIGNAGE GUIDELINE
FOR ADDITION INFORMATION

# G# # #

2'-0"

2'-0"

3'
-0

"

L
ev

el3'
-0

"

Room Name IN-04.01

# G# # #

LEVEL # ROOM #, REFER TO AS101-AS104

IN-03.01
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SIGN SCHEDULE & DETAILS -
ARCHITECTURAL PARKING

04 DEC 2015

15.1003
CONSTRUCT PARKING GARAGE

 1 1/2" = 1'-0"
1 SIGN MOUNTING DETAIL

 1 1/2" = 1'-0"
3 SIGN MOUNTING DETAIL

 12" = 1'-0"
4 SIGN LOCATION DETAIL

 1" = 1'-0"
2 BOLLARD/SIGN MOUNTING DETAIL

 1 1/2" = 1'-0"
5 SIGN MOUNTING DETAIL

 1" = 1'-0"
6 SIGN DETAIL

 1" = 1'-0"
7 SIGN DETAIL

 1" = 1'-0"
8 SIGN DETAIL

 1" = 1'-0"
9 SIGN DETAIL

 1" = 1'-0"
10 SIGN DETAIL

 1" = 1'-0"
11 SIGN DETAIL

 1" = 1'-0"
12 SIGN DETAIL

REFER TO SIGN MARK P2-X AND VA SIGNAGE DESIGN
GUIDE FOR ADDITIONAL INFORMATION

 3" = 1'-0"
13 SIGN DETAIL


